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FIRE ALARM SYSTEM - WEST BUILDING - LEVEL 1 - FLOOR PLAN

SCALE: 1/8" = 1'-0"

FIRE ALARM EQUIPMENT LEGEND

SYMBOL DEVICE DESCRIPTION

FIRE ALARM CONTROL PANEL

MAIN FIRE ALARM TERMINAL CABINET

FIRE ALARM ANNUNCIATOR PANEL

WEATHER-PROOF MULTI CANDELA HORN/STROBE, WALL MOUNTED

MULTI CANDELA HORN/STROBE, WALL MOUNTED

HORN, WALL MOUNTED

HORN, CEILING MOUNTED

MULTI CANDELA HORN/STROBE, CEILING MOUNTED

WEATHER-PROOF MULTI CANDELA STROBE, WALL MOUNTED

MULTI CANDELA STROBE, WALL MOUNTED

MULTI CANDELA STROBE, CEILING MOUNTED

SMOKE DETECTOR, CEILING MOUNTED

DUCT SMOKE DETECTOR, DUCT MOUNTED

HEAT DETECTOR

MANUAL PULL STATION

PILOT RELAY

ADDRESSABLE INPUT MODULE

ADDRESSABLE OUTPUT MODULE

FIRE/SMOKE DAMPER

SPRINKLER DOUBLE CHECK DETECTOR ASSEMBLY

SPRINKLER CONTROL VALVE

SPRINKLER WATERFLOW SWITCH
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SPRINKLER WATERFLOW BELL (PROVIDED BY SPRINKLER CONTRACTOR)

X=EXISTING DEVICE
WP = WEATHER-PROOF DEVICE

FIRE ALARM KEY NOTES

@ CONNECTION TO 120 VAC FOR PANEL POWER.
PROVIDE LOCK-ON DEVICE AND PAINT HANDLE RED.

PROVIDE ADDRESSABLE CONTROL RELAY FOR HVAC
SHUTDOWN.

PROVIDE POWER SUPERVISION RELAY AND ADDRESSABLE
MONITOR MODULE FOR ELEVATOR SHUNT-TRIP CIRCUIT.
(CONTACTOR TO FIELD VERIFY EXACT LOCATIONS)

PROVIDE ADDRESSABLE CONTROL RELAYS FOR ELEVATOR
CONTROL FUNCTIONS.

PROVIDE ADDRESSABLE MONITOR MODULES FOR SPRINKLER
MONITORING.

HEAT DETECTORS SHALL BE LOCATED WITHIN 24" OF
EACH SPRINKLER HEAD.

PROVIDE ADDRESSABLE MONITOR MODULES FOR
MONITORING EMERGENCY GENERATOR.

PROVIDE ADDRESSABLE MONITOR MODULE FOR CLEAN
AGENT SYSTEM ALARM AND TROUBLE. FIELD VERIFY
CLEAN AGENT CONTROL PANEL LOCATION.
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PROVIDE ADDRESSABLE CONTROL RELAY FOR SHUTDOWN
OF POWER TO PAGING SYSTEM UPON ALARM.

FIRE ALARM GENERAL NOTES

1. ALL DEVICES AND EQUIPMENT SHALL BE THE LATEST AVAILABLE FROM
THE MANUFACTURER, SOLID IN CONSTRUCTION, AND CHOSEN TO

TCHTHE AESTHETICS OF THE BUILDING.

2. FIRE ALARM DEFERRED SUBMITTAL SHALL BE SIMULTANEOUSLY
SUBMITTED TO THE BUILDING/FIRE DEPARTMENT AND THE OWNER FOR
REVIEW AND APPROVAL.
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FIRE ALARM EQUIPMENT LEGEND

SYMBOL DEVICE DESCRIPTION

FIRE ALARM CONTROL PANEL

MAIN FIRE ALARM TERMINAL CABINET

FIRE ALARM ANNUNCIATOR PANEL

WEATHER-PROOF MULTI CANDELA HORN/STROBE, WALL MOUNTED

MULTI CANDELA HORN/STROBE, WALL MOUNTED

HORN, WALL MOUNTED

HORN, CEILING MOUNTED

MULTI CANDELA HORN/STROBE, CEILING MOUNTED

WEATHER-PROOF MULTI CANDELA STROBE, WALL MOUNTED

MULTI CANDELA STROBE, WALL MOUNTED

MULTI CANDELA STROBE, CEILING MOUNTED

SMOKE DETECTOR, CEILING MOUNTED

DUCT SMOKE DETECTOR, DUCT MOUNTED

HEAT DETECTOR

MANUAL PULL STATION

PILOT RELAY

ADDRESSABLE INPUT MODULE

ADDRESSABLE OUTPUT MODULE

FIRE/SMOKE DAMPER

SPRINKLER DOUBLE CHECK DETECTOR ASSEMBLY

SPRINKLER CONTROL VALVE

SPRINKLER WATERFLOW SWITCH
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SPRINKLER WATERFLOW BELL (PROVIDED BY SPRINKLER CONTRACTOR)

X=EXISTING DEVICE
WP = WEATHER-PROOF DEVICE

FIRE ALARM KEY NOTES

@ CONNECTION TO 120 VAC FOR PANEL POWER.
PROVIDE LOCK-ON DEVICE AND PAINT HANDLE RED.

PROVIDE ADDRESSABLE CONTROL RELAY FOR HVAC
SHUTDOWN.

PROVIDE POWER SUPERVISION RELAY AND ADDRESSABLE

MONITOR MODULE FOR ELEVATOR SHUNT-TRIP CIRCUIT.
(CONTACTOR TO FIELD VERIFY EXACT LOCATIONS)

CONTROL FUNCTIONS.

MONITORING.

HEAT DETECTORS SHALL BE LOCATED WITHIN 24" OF
EACH SPRINKLER HEAD.

PROVIDE ADDRESSABLE MONITOR MODULES FOR
MONITORING EMERGENCY GENERATOR.

PROVIDE ADDRESSABLE MONITOR MODULE FOR CLEAN
AGENT SYSTEM ALARM AND TROUBLE. FIELD VERIFY
CLEAN AGENT CONTROL PANEL LOCATION.
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OF POWER TO PAGING SYSTEM UPON ALARM.

PROVIDE ADDRESSABLE CONTROL RELAYS FOR ELEVATOR

PROVIDE ADDRESSABLE MONITOR MODULES FOR SPRINKLER

PROVIDE ADDRESSABLE CONTROL RELAY FOR SHUTDOWN

FIRE ALARM GENERAL NOTES

PROVIDE MONITORING FOR CLEAN

AGENT FIRE SUPPRESSION SYSTEM IN

ACCORDANCE WITH NFPA 2001 IN
DATA CENTER ROOM

1. ALL DEVICES AND EQUIPMENT SHALL BE THE LATEST AVAILABLE FROM

THE MANUFACTURER, SOLID IN CONSTRUCTION, AND CHOSEN TO
MATCH THE AESTHETICS OF THE BUILDING.
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2. FIRE ALARM DEFERRED SUBMITTAL SHALL BE SIMULTANEOUSLY

SUBMITTED TO THE BUILDING/FIRE DEPARTMENT AND THE OWNER FOR

REVIEW AND APPROVAL.
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NORTH

FIRE ALARM SYSTEM - WEST BUILDING - ROOF LEVEL - FLOOR PLAN

SCALE: 1/8"=1'-0"

FIRE ALARM EQUIPMENT LEGEND

SYMBOL DEVICE DESCRIPTION

FIRE ALARM CONTROL PANEL

MAIN FIRE ALARM TERMINAL CABINET

FIRE ALARM ANNUNCIATOR PANEL

WEATHER-PROOF MULTI CANDELA HORN/STROBE, WALL MOUNTED

MULTI CANDELA HORN/STROBE, WALL MOUNTED

HORN, WALL MOUNTED

HORN, CEILING MOUNTED

MULTI CANDELA HORN/STROBE, CEILING MOUNTED

WEATHER-PROOF MULTI CANDELA STROBE, WALL MOUNTED

MULTI CANDELA STROBE, WALL MOUNTED

MULTI CANDELA STROBE, CEILING MOUNTED

SMOKE DETECTOR, CEILING MOUNTED

DUCT SMOKE DETECTOR, DUCT MOUNTED

HEAT DETECTOR

MANUAL PULL STATION

PILOT RELAY

ADDRESSABLE INPUT MODULE

ADDRESSABLE OUTPUT MODULE

FIRE/SMOKE DAMPER

SPRINKLER DOUBLE CHECK DETECTOR ASSEMBLY

SPRINKLER CONTROL VALVE

SPRINKLER WATERFLOW SWITCH
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SPRINKLER WATERFLOW BELL (PROVIDED BY SPRINKLER CONTRACTOR)

X=EXISTING DEVICE
WP = WEATHER-PROOF DEVICE

FIRE ALARM KEY NOTES

@ CONNECTION TO 120 VAC FOR PANEL POWER.
PROVIDE LOCK-ON DEVICE AND PAINT HANDLE RED.

PROVIDE ADDRESSABLE CONTROL RELAY FOR HVAC
SHUTDOWN.

PROVIDE POWER SUPERVISION RELAY AND ADDRESSABLE
MONITOR MODULE FOR ELEVATOR SHUNT-TRIP CIRCUIT.
(CONTACTOR TO FIELD VERIFY EXACT LOCATIONS)

PROVIDE ADDRESSABLE CONTROL RELAYS FOR ELEVATOR
CONTROL FUNCTIONS.

PROVIDE ADDRESSABLE MONITOR MODULES FOR SPRINKLER
MONITORING.

HEAT DETECTORS SHALL BE LOCATED WITHIN 24" OF
EACH SPRINKLER HEAD.

PROVIDE ADDRESSABLE MONITOR MODULES FOR
MONITORING EMERGENCY GENERATOR.

® @ @ © 6 © ©

PROVIDE ADDRESSABLE MONITOR MODULE FOR CLEAN
AGENT SYSTEM ALARM AND TROUBLE. FIELD VERIFY
CLEAN AGENT CONTROL PANEL LOCATION.

PROVIDE ADDRESSABLE CONTROL RELAY FOR SHUTDOWN
OF POWER TO PAGING SYSTEM UPON ALARM.

©

FIRE ALARM GENERAL NOTES

1. ALL DEVICES AND EQUIPMENT SHALL BE THE LATEST AVAILABLE FROM
THE MANUFACTURER, SOLID IN CONSTRUCTION, AND CHOSEN TO
MATCH THE AESTHETICS OF THE BUILDING.
2. FiRe AARM DEFERRED SUSITTAL SHALL BE SMULTAREOUSLY
SUBMITTED TO THE BUILDING/FIRE DEPARTMENT AND THE OWNER FOR

REVIEW AND APPROVAL.
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1 FIRE ALARM SYSTEM - EAST BUILDING - LEVEL 2 - FLOOR PLAN

SCALE: 1/8"=1'-0"

up

FIRE ALARM EQUIPMENT LEGEND

SYMBOL DEVICE DESCRIPTION

FIRE ALARM CONTROL PANEL

MAIN FIRE ALARM TERMINAL CABINET

FIRE ALARM ANNUNCIATOR PANEL

WEATHER-PROOF MULTI CANDELA HORN/STROBE, WALL MOUNTED

MULTI CANDELA HORN/STROBE, WALL MOUNTED

HORN, WALL MOUNTED

HORN, CEILING MOUNTED

MULTI CANDELA HORN/STROBE, CEILING MOUNTED

WEATHER-PROOF MULTI CANDELA STROBE, WALL MOUNTED

MULTI CANDELA STROBE, WALL MOUNTED

MULTI CANDELA STROBE, CEILING MOUNTED

SMOKE DETECTOR, CEILING MOUNTED

DUCT SMOKE DETECTOR, DUCT MOUNTED

HEAT DETECTOR

MANUAL PULL STATION

PILOT RELAY

ADDRESSABLE INPUT MODULE

ADDRESSABLE OUTPUT MODULE

FIRE/SMOKE DAMPER

SPRINKLER DOUBLE CHECK DETECTOR ASSEMBLY

SPRINKLER CONTROL VALVE

SPRINKLER WATERFLOW SWITCH

o(m(2(B|f @@z l0 |0 |o|x |& |&|8|2|2|%|%|B|E|E

SPRINKLER WATERFLOW BELL (PROVIDED BY SPRINKLER CONTRACTOR)

X=EXISTING DEVICE
WP = WEATHER-PROOF DEVICE

FIRE ALARM KEY NOTES

@ CONNECTION TO 120 VAC FOR PANEL POWER.
PROVIDE LOCK-ON DEVICE AND PAINT HANDLE RED.

PROVIDE ADDRESSABLE CONTROL RELAY FOR HVAC
SHUTDOWN.

PROVIDE POWER SUPERVISION RELAY AND ADDRESSABLE
MONITOR MODULE FOR ELEVATOR SHUNT-TRIP CIRCUIT.
(CONTACTOR TO FIELD VERIFY EXACT LOCATIONS)

PROVIDE ADDRESSABLE CONTROL RELAYS FOR ELEVATOR
CONTROL FUNCTIONS.

PROVIDE ADDRESSABLE MONITOR MODULES FOR SPRINKLER
MONITORING.

HEAT DETECTORS SHALL BE LOCATED WITHIN 24" OF
EACH SPRINKLER HEAD.

PROVIDE ADDRESSABLE MONITOR MODULES FOR
MONITORING EMERGENCY GENERATOR.

® @ @ © 6 © ©

PROVIDE ADDRESSABLE MONITOR MODULE FOR CLEAN
AGENT SYSTEM ALARM AND TROUBLE. FIELD VERIFY
CLEAN AGENT CONTROL PANEL LOCATION.

PROVIDE ADDRESSABLE CONTROL RELAY FOR SHUTDOWN
OF POWER TO PAGING SYSTEM UPON ALARM.

©

FIRE ALARM GENERAL NOTES

1. ALL DEVICES AND EQUIPMENT SHALL BE THE LATEST AVAILABLE FROM
THE MANUFACTURER, SOLID IN CONSTRUCTION, AND CHOSEN TO
MATCH THE AESTHETICS OF THE BUILDING.

2. FIRE ALARM DEFERRED SUBMITTAL SHALL BE SIMULTANEOUSLY
SUBMITTED TO THE BUILDING/FIRE DEPARTMENT AND THE OWNER FOR

REVIEW AND APPROVAL.
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1 FIRE ALARM SYSTEM - EAST BUILDING - ROOF PLAN /ﬂ\
SCALE: 1/8" = 10" \J/

FIRE ALARM EQUIPMENT LEGEND

SYMBOL DEVICE DESCRIPTION

FIRE ALARM CONTROL PANEL

MAIN FIRE ALARM TERMINAL CABINET

FIRE ALARM ANNUNCIATOR PANEL

WEATHER-PROOF MULTI CANDELA HORN/STROBE, WALL MOUNTED

MULTI CANDELA HORN/STROBE, WALL MOUNTED

HORN, WALL MOUNTED

HORN, CEILING MOUNTED

MULTI CANDELA HORN/STROBE, CEILING MOUNTED

WEATHER-PROOF MULTI CANDELA STROBE, WALL MOUNTED

MULTI CANDELA STROBE, WALL MOUNTED

MULTI CANDELA STROBE, CEILING MOUNTED

SMOKE DETECTOR, CEILING MOUNTED

DUCT SMOKE DETECTOR, DUCT MOUNTED

HEAT DETECTOR

MANUAL PULL STATION

PILOT RELAY

ADDRESSABLE INPUT MODULE

ADDRESSABLE OUTPUT MODULE

FIRE/SMOKE DAMPER

SPRINKLER DOUBLE CHECK DETECTOR ASSEMBLY

SPRINKLER CONTROL VALVE

SPRINKLER WATERFLOW SWITCH
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SPRINKLER WATERFLOW BELL (PROVIDED BY SPRINKLER CONTRACTOR)

X=EXISTING DEVICE
WP = WEATHER-PROOF DEVICE

FIRE ALARM KEY NOTES

@ CONNECTION TO 120 VAC FOR PANEL POWER.
PROVIDE LOCK-ON DEVICE AND PAINT HANDLE RED.

PROVIDE ADDRESSABLE CONTROL RELAY FOR HVAC
SHUTDOWN.

PROVIDE POWER SUPERVISION RELAY AND ADDRESSABLE
MONITOR MODULE FOR ELEVATOR SHUNT-TRIP CIRCUIT.
(CONTACTOR TO FIELD VERIFY EXACT LOCATIONS)

PROVIDE ADDRESSABLE CONTROL RELAYS FOR ELEVATOR
CONTROL FUNCTIONS.

PROVIDE ADDRESSABLE MONITOR MODULES FOR SPRINKLER
MONITORING.

HEAT DETECTORS SHALL BE LOCATED WITHIN 24" OF
EACH SPRINKLER HEAD.

PROVIDE ADDRESSABLE MONITOR MODULES FOR
MONITORING EMERGENCY GENERATOR.
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PROVIDE ADDRESSABLE MONITOR MODULE FOR CLEAN
AGENT SYSTEM ALARM AND TROUBLE. FIELD VERIFY
CLEAN AGENT CONTROL PANEL LOCATION.

PROVIDE ADDRESSABLE CONTROL RELAY FOR SHUTDOWN
OF POWER TO PAGING SYSTEM UPON ALARM.

©

FIRE ALARM GENERAL NOTES

1. ALL DEVICES AND EQUIPMENT SHALL BE THE LATEST AVAILABLE FROM
THE MANUFACTURER, SOLID IN CONSTRUCTION, AND CHOSEN TO
MATCH THE AESTHETICS OF THE BUILDING.

2. FIRE ALARM DEFERRED SUBMITTAL SHALL BE SIMULTANEOUSLY
SUBMITTED TO THE BUILDING/FIRE DEPARTMENT AND THE OWNER FOR
REVIEW AND APPROVAL.
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